Abstract: Small-scale decentralized polygeneration systems have several energetic, economic and environmental benefits. However, using multiple energy sources and providing multiple energy services can lead to complicated studies which require advanced optimization techniques for determining optimal solutions. Furthermore, several parameters can influence the design and performance of a polygeneration system. In this study, the effects of heat load, renewable generation and storage units on the optimal design and performance of a polygeneration system for a hypothetical hospital located in northern Italy are investigated. The polygeneration system shows higher performance compared to the reference system, which is based on the separate generation of heat and power. It reduces fuel consumption by 14-32%, CO 2 emissions by 10-29% and annualized total cost by 7-19%, for various studied scenarios. The avoided fuel and electricity purchase of the polygeneration system has a positive impact on the economy. This, together with the environmental and energetic benefits if the renewable generation and use of storage devices, indicate the viability and competitiveness of the system.
Introduction
Residential and commercial buildings consume about 20% of the total useful energy delivered to end users [1] and about 31% of primary energy consumption worldwide [2] . In the International Energy Outlook 2016 (IEO2016) reference case, this consumption is predicted to increase by an average of 1.5% worldwide annually from 2012 to 2040 [1] . In Europe, half of total final energy consumption is used for heating and cooling purposes. 45% of this energy is utilized in the residential sector, and 37% and 18% in to the industrial and service sectors, respectively [3] .
Due to the relatively high share of energy utilization in the building sector, there is a significant potential for fossil fuel consumption reduction. This, accordingly, can mitigate the negative environmental and societal impacts of fossil fuel consumption. One of the alternative solutions to reduce energy consumption in this sector is the implementation of small-scale polygeneration energy systems.
Simultaneous production of heating, cooling and power in a combined cooling heating and power system (CCHP), also called polygeneration, results in higher overall efficiency in comparison with the separate heat and power production [4] . Furthermore, having the energy supply system close to end users offers several other advantages such as lower distribution and transmission cost, less power loss through the transmission and distribution line, alleviated environmental impacts, and enhanced resilience of the utility grid [5] [6] [7] .
Several aspects of polygeneration systems including design, optimization, performance evaluation, decision-making variables and benefits achieved are addressed in comprehensive reviews [6, 8] .
Mancarella et al. studied the status of existing models and evaluation methods for performance investigation of multi-energy systems (MES) [9] . A complete overview of MES considering various perspectives was provided. Jana et al. presented the status of polygeneration technologies and their capacity to provide a sustainable energy solution [10] . This study highlighted the necessity to conduct more research on multi-criteria optimization of polygeneration systems. Furthermore, the incorporation of innovative storage and generation units in complex polygeneration systems were suggested. A short review on optimization of polygeneration systems in urban applications was presented by Ghaem Sigarchian et al. [11] . The study emphasizes the necessity of further investigation on complex polygeneration systems to achieve results as close as possible to reality.
Small-scale polygeneration systems have been the focus of various studies. The results demonstrated their energetic, economic and environmental benefits and drawbacks. An advance polygeneration system consisting of an absorption chiller (17 kW cooling capacity) and a micro gas turbine (28 kW electric and 60 kW heating capacity) was investigated through an experimental setup by Moya et al. [12] . The techno-economic performance of the system for a medium-sized hotel and a large residential building in Barcelona was investigated. The payback periods for the large residential building and medium-sized hotel were estimated to be six years and 10 years, respectively. However, the primary energy saving relative to the conventional separate heat and power generation was not attractive.
Performance of a hybrid power system for an identical building in different climates in Spain was investigated by Romero Rodríguez et al. [13] . The system achieved higher benefits in terms of energy and environment compared to the separate heat and power generation, while the economy of the system was relatively poor. An innovative polygeneration system consisting of solar power and thermal units, concentrating parabolic trough (CPVT), an absorption chiller, a desalination system and a biomass heater was investigated by Calise et al. to cover the demand of an isolated community [14] . The results showed that a larger solar field area resulted in a higher exergy efficiency. In general, in the proposed polygeneration system the economy and exergy efficiency were improved.
The benefits of polygeneration systems can be maximized through the correct sizing and operating strategy of a system [4] . Therefore, optimization of polygeneration systems has been explored by many researchers. An optimization model using the non-dominated sorting genetic algorithm II (NSGA-II) for size optimization of a solar-assisted polygeneration system was developed by Yousef et al. [15] . The model aimed to identify the optimal solution with the lowest cost and fossil fuel consumption. The results showed the performance of the CCHP system was significantly better than an internal combustion-driven energy system in terms of energy and emission reduction while the net present cost was increased slightly. Optimization of a complex polygeneration system using exergy analysis was performed by Di Somma et al. [16] . The results showed 21-36% of reduction of primary exergy input compared to separate heat and power generation. A Pareto frontier of the results provided information for the planners to choose a balancing solution considering both sustainability and economy.
P. Arcuri et al. used a mixed integer programming model for optimal planning and energy management of a hospital [17] . The results emphasized the importance of the optimization in achieving higher energetic, economic and environmental benefits. A genetic algorithm (GA) was used for optimizing a polygeneration system for a residential and an office building in China by Li et al. [18] . The implementation of the system in the office building attained higher performance in comparison with the residential building. Rubio-Maya et al. presented an optimization method to optimize a small-scale polygeneration system for a tourist center located in Spain [19] . The result of this study showed the economic and environmental advantages of implementation of a polygeneration system. For example, a primary energy saving of 18% was reported for the case study.
In spite of the available research, more investigation on complex polygeneration systems is required to overcome the shortcomings in the literature. Models including all the critical components such as cold storage, thermal chiller, photovoltaic (PV) modules, solar thermal units and batteries require further development with more realistic assumptions. Adding these components to Energies 2018, 11, 1071 3 of 24 a conventional combined cooling, heating and CCHP system create complexity. Therefore, identifying how the integration of these components can influence the performance of the system in terms of energy, economy and environment is critical. Moreover, the outcome of such studies can identify the role of adding innovative components in such a complex system.
A novel method for optimization of complex polygeneration systems is proposed by the authors in previous studies [11, 20] . The model considers the interaction of several generation (electricity, heating and cooling) and storage units (cold, hot and battery) including the critical components mentioned in the previous paragraph. Similar studies are missing one or more of the components that are of interest. Multiple energy sources including renewables and non-renewables are aslo included. Moreover, the effect of part-load operation and outdoor temperature on the power output and efficiency of the combined heat and power (CHP) system are considered. This is often omitted for simplification purposes in optimal design of complex polygeneration systems. Moreover, the effect of size on the cost of the electric and thermal chillers and CHP units are taken into account for optimization search space. The purpose of the model is to optimize a semi self-sufficient polygeneration system, which maximizes the use of renewable energy and minimizes fossil fuel consumption. Hence, utilization of renewable heat and power are given priority in the operating strategies. The grid has a balancing role and participating in the day-ahead market and maximizing the profit by generating excess power for merely trading in the power market is beyond the scope of this work. The method, details of the optimization model and operating strategies are available in the method paper [11] and a case study focused on the evaluation of operating strategies [20] . However, a general overview of the method including the main principles of the optimization process, operating strategies and performance evaluation method are presented in this paper.
Amongst the possible applications of polygeneration systems, end users with simultaneous heating, cooling and power demands and with a relatively stable load profile (such as industries or hospitals) are very attractive [21] [22] [23] . On the other hand, hospital loads are considered as critical, which require high self-sufficiency in the case of a power outage. Therefore, in this study, the optimal design of a polygeneration system for a hypothetical hospital is identified and its performance in terms of energy, economy and environment has been investigated. In order to explore the effect of heat demand and its fluctuations on the performance of the system, two different types of load are investigated. Moreover, for investigating the effect of adding thermal chiller, cold storage, PV panels, solar heating units, batteries and wind turbines on the performance of the system, three design scenarios are investigated. Furthermore, the effect of electricity and gas prices on the feasibility and performance of the optimization system has been evaluated briefly through a sensitivity analysis.
Problem Statement
One common approach in the evaluation of a polygeneration system is through its comparison with a reference energy system [24] [25] [26] [27] [28] . This approach provides a comparative analysis for performance evaluation of a polygeneration system. The reference system and the polygeneration system and mathematical equations are given briefly in this section; however, details of the mathematical modeling can be found in previous studies [11, 20] .
Reference System
The reference system, which is business as usual in many energy systems around the world, uses a utility grid that is based on a conventional fossil fuel-driven power plant to provide electricity to cover electricity demand. Heating and cooling demands are provided by a boiler and an electric chiller, respectively. A block diagram of the reference system is shown in Figure 1 . . Schematic of the reference system (separate heat and power generation) [11, 20] .
The losses in the grid correspond to additional fuel consumption that should be considered in the calculation. The equivalent energy of the fuel consumption by the grid is given as below:
where:
Ref is the amount of electricity provided by the grid, dem_dir is the electricity used directly in the building excluding the power demand of the electric chiller and Ech Ref is the power demand of the electric chiller;
• ƞ el grid is the efficiency of the power plant and ƞ dl Grid is the efficiency of the grid, which takes into account the distribution and transmission losses and Δ is the time step.
The total equivalent energy of the fuel consumption in the reference system can be calculated as below: 
Polygeneration System Configuration
The polygeneration system consists of several electricty, heating and cooling generation units as well as thermal and electric storage devices. A block diagram of the system is shown in Figure 2 . The power system comprises a CHP system, wind turbines and PV modules. The heating system includes a heat recovery unit (HRU) which is connected to the CHP, solar heating units (SHU) and a boiler. A thermal chiller (Tch) and an electric chiller (Ech) are implemented for cooling purposes. Thermal and electric storages are used to overcome the sporadic nature of renewable energy sources as well as to maximize the exploitation of excess heat and electricity. In the presented case study, the system is grid-connected; however, it can be easily switched to off-grid mode if required.
The equivalent energy of the fuel consumption in the polygeneration system ( 
The equivalent energy of the fuel consumption of the imported power from the utility grid ( g,imp Poly ) is calculated from the equation below: Figure 1 . Schematic of the reference system (separate heat and power generation) [11, 20] .
The losses in the grid correspond to additional fuel consumption that should be considered in the calculation. The equivalent energy of the fuel consumption by the grid is given as below: (2) where:
is the amount of electricity provided by the grid, P dem_dir is the electricity used directly in the building excluding the power demand of the electric chiller and P Ref Ech is the power demand of the electric chiller;
• η grid el is the efficiency of the power plant and η Grid dl is the efficiency of the grid, which takes into account the distribution and transmission losses and ∆t is the time step.
The equivalent energy of the fuel consumption in the polygeneration system (F 
where ƞ el grid and ƞ dl grid are the efficiency of the power plant and grid's distribution and transmission lines, respectively, and Δ is the time-step of the simulation. Figure 2 . Schematic of the polygeneration system used in this study [11, 20] .
Operating Strategy Description
Three operating strategies have been embedded in the model, namely following thermal load (FTL), following electric load (FEL) and modified base load (MBL) [20] . In the FEL strategy, the electricity demand of the building including the electricity demand of the electric chiller is provided by the CHP. In the MBL, which is derived from an FEL strategy, the CHP provides a base load at its nominal power if the electricity demand is above or equal to the base load. Otherwise, if the power demand is below the base load, the CHP follows the electricity demand to minimize excess power. In the FTL strategy, the CHP provides the total heating demand of the building including the thermal chiller's heating load.
All the demands are initially supplied by the renewable energy sources. The remaining required heat or electricity will be supplied primarily by the storage and the CHP. If there is deficit/excess power, the electricity will be exported/imported to/from the utility grid. In case of heat supply shortage, the boiler will be in operation and in case of excess heat, the storage will be charged. More details of the operating strategies are available in the previous work [11, 20] . In [20] , the operation strategies and their effect on the optimal solutions and performance of polygeneration systems have been explored. The results showed that each of the operating strategies has their own advantages and drawbacks. Hence, the choice of operating strategy depends on the purpose of the project as well the energy market situation. For example, while in one case the FTL is economic, the FEL might be chosen for its minimum dependency on the grid. In this study, the FEL operating strategy is chosen since a high degree of self-sufficiency in terms of electricity is critical in hospitals due to their importance in case of power outage.
Performance Evaluation
In order to investigate whether a polygeneration system as an alternative solution is beneficial, its performance should be compared with existing solutions. Therefore, the evaluation of the system Figure 2 . Schematic of the polygeneration system used in this study [11, 20] .
Operating Strategy Description
All the demands are initially supplied by the renewable energy sources. The remaining required heat or electricity will be supplied primarily by the storage and the CHP. If there is deficit/excess power, the electricity will be exported/imported to/from the utility grid. In case of heat supply shortage, the boiler will be in operation and in case of excess heat, the storage will be charged. More details of the operating strategies are available in the previous work [11, 20] . In [20] , the operation strategies and their effect on the optimal solutions and performance of polygeneration systems have been explored. The results showed that each of the operating strategies has their own advantages and drawbacks. Hence, the choice of operating strategy depends on the purpose of the project as well the energy market situation. For example, while in one case the FTL is economic, the FEL might be chosen for its minimum dependency on the grid. In this study, the FEL operating strategy is chosen since a high degree of self-sufficiency in terms of electricity is critical in hospitals due to their importance in case of power outage. 
Performance Evaluation
In order to investigate whether a polygeneration system as an alternative solution is beneficial, its performance should be compared with existing solutions. Therefore, the evaluation of the system relative to a defined reference system has been performed in terms of energy, economy and environment. The metric used for the evaluation are fuel saving ratio (FSR) for energy evaluation, annualized total cost saving ratio (ATCSR) for economic evaluation and CO 2 emission reduction ratio (CO2ERR) for environmental evaluation. These metrics are frequently used in comparative analysis of energy systems [24] [25] [26] [27] [28] . Below, the method is described briefly, however, details of the calculation can be found in previous studies [11, 20] .
The CO 2 emission reduction ratio (CO2ERR) is defined as:
Poly tot The fuel saving ratio (FSR) is given as below:
where F Ref tot and F Poly tot are the equivalent energy of the consumed fuel in the reference and polygeneration system, respectively.
The annualized total cost saving ratio (ATCSR) is expressed as:
where ATC Ref tot and ATC Poly tot are the annualized total cost of the reference and polygeneration system through a project's lifetime, respectively.
Other metrics used in this study for the economic analysis and feasibility study are the net present value (NPV), payback period (PBP), internal rate of return (IRR) and levelized cost of electricity (LCOE).
Optimization Problem Formulation
In this section, the general structure of the optimization tool, as well as the optimization technique, has been explained. Additional details are given in the previous studies [11, 20] .
Optimization Model Overview
A particle swarm optimization (PSO) algorithm is used as the optimization technique. PSO is a population-based algorithm introduced by Kennedy and Eberhart [29] . This technique is proven to be an efficient technique to solve the multi-dimensional non-linear problems [27, 30] . The PSO mechanism can be found in original work by Kennedy and Eberhart [29, 31] . The optimization model consists of three main parts; the performance analysis, PSO algorithm and energy-flow model as shown in Figure 3 . In the energy-flow model, the energy balance equations, as well as the operating strategies, are embedded. Evaluation of the system in terms of energy, economy and environment is carried out in the performance analysis part. be an efficient technique to solve the multi-dimensional non-linear problems [27, 30] . The PSO mechanism can be found in original work by Kennedy and Eberhart [29, 31] . The optimization model consists of three main parts; the performance analysis, PSO algorithm and energy-flow model as shown in Figure 3 . In the energy-flow model, the energy balance equations, as well as the operating strategies, are embedded. Evaluation of the system in terms of energy, economy and environment is carried out in the performance analysis part. 
Objective Function
The objective function is defined with the intention of maximizing the fuel saving, cost saving as well as CO 2 emission reduction relative to the identified reference system. It is constrained to the energy balance equation following the rules and limitations of the operating strategies. The goal of optimization is to determine the size of components and the cooling demand ratio, which are defined as decision-making variables. The cooling demand ratio is the ratio of the cooling demand provided by the electric chiller to the total cooling production at each time-step. The total cooling production is the summation of the cooling production by the electric chiller and thermal chiller. This ratio is identified in order to calculate the electricity and heating demand of the chillers, which are not known at the initial stage of the optimization process.
The aim of the objective function is to maximize an integrated saving ratio which considers, energetic, economic and environmental criteria (3-E analysis) [32] as defined in the performance evaluation section (Section 2.3). The integrated saving ratio (ISR) is given as follows:
where w 1 , w 2 and w 3 are the weighting factors. The mathematical equation of the objective function is formulated as a minimization problem as follows:
Assuming equal weighting factors has been applied in other studies resulting in sensible solutions [4] [5] [6] , in order to intensify the impact of one of the criteria, a higher weighting factor can be assigned to that criterion. Due to importance of economy in the feasibility of a polygeneration system, in this study a higher value is assigned to the economic weighting factor. Moreover, the weighting factors can be optimized to attain a certain objective. This is beyond the scope of this study and can be included in future studies. In principle, this optimization model considers only constant weighting which can be changed according to the type of application. Hence, the results of the model are only valid for the identified weighting factors. Accordingly, changing the weighting factors can change the results.
Here, as a default, the economic weighting factor w 3 is assumed to be 0.5 and the energetic and environmental weighting factors are assumed to be 0.25 since these two values are interdependent and one partially involves the other.
The constraints in the optimization problem are as follows: 
where the subscripts, sup and dem, are supply and demand, respectively.
•
The operation of the CHP is limited to a minimum load factor to increase its efficiency and lifetime and decrease the emissions. This is identified as a constraint in the optimization problem as follows:
where, PL chp is the part-load factor of the CHP unit.
• The sizes of the components are limited to the identified optimization search space. The values of search space are identified according to the demand and the available area or space for each component.
The operation of the storage devices are limited to a maximum and minimum depending on the types of the storage. Energy storage devices are limited to their maximum and minimum state of charge. Furthermore, the input and output of the storage elements are limited to a maximum charge rate, which is dependent on the technical characteristics of the storage.
Application to a Case Study
The load characteristics have an important impact on the optimal solution of a polygeneration energy system. For example, a residential building usually has high heat and power fluctuations and the heat-to-power ratio changes significantly on a daily and seasonal basis. However, public buildings such as schools, hospitals or hotels have different load characteristics. In a hospital, the loads are relatively smooth during the day and the load fluctuation through the whole year is smoother compared to residential buildings. In this study, the design of a polygeneration system for a hypothetical hospital is investigated. Since self-sufficiency in terms of power is an important issue in hospitals, especially in case of power failures, the FEL has been chosen as the operating strategy [20] .
Case Study Description
The demand load profile and its resolution have a significant influence on the system operation. However, identifying the exact load demand is out of the scope of this work and, therefore, in the present work the load specification is obtained from a literature source. The case study presented in this paper is a hypothetical 930-bed hospital complex located in Italy. The demands are based on a study previously performed by P. Arcuri et al. [17] . The representative load profiles during summer, winter and transient time are shown in Figure 4 which are similar to the presented loads by P. Arcuri et al. [17] . However, due to the lack of accurate information, generating loads with the exact values presented in the study was not possible. Therefore, the author has synthesized the yearly load based on the available information. In the present study, working day and non-working days are assumed to have the same load characteristics, unlike the original work. The electric load profile (excluding the electricity demand of the electric chiller) is assumed constant during the whole year. The cooling months are assumed to be June, July and August. The model is simulated for one-year operation with one-hour resolution (8760 h). The peak heat, power and cooling demands of the building are 3650 kW th , 625 kW el and 1075 kW c , respectively. on the available information. In the present study, working day and non-working days are assumed to have the same load characteristics, unlike the original work. The electric load profile (excluding the electricity demand of the electric chiller) is assumed constant during the whole year. The cooling months are assumed to be June, July and August. The model is simulated for one-year operation with one-hour resolution (8760 h). The peak heat, power and cooling demands of the building are 3650 kWth, 625 kWel and 1075 kWc, respectively. To understand the effect of heating load fluctuation, two different load profiles are considered. In the first type, here denominated as L01, it is assumed that the load profiles are as shown in Figure  4 . In the second load type, called L02 here, the electricity and cooling load profile are similar to L01; however, the heating demand changes according to the monthly heating demand shown in Figure 5 which is based on the study performed by P. Arcuri et al. [17] . This monthly load change results in a lower aggregated heating demand in load type L02. To explore the effects of the critical components To understand the effect of heating load fluctuation, two different load profiles are considered. In the first type, here denominated as L01, it is assumed that the load profiles are as shown in Figure 4 . In the second load type, called L02 here, the electricity and cooling load profile are similar to L01; however, the heating demand changes according to the monthly heating demand shown in Figure 5 which is based on the study performed by P. Arcuri et al. [17] . This monthly load change results in a lower aggregated heating demand in load type L02. To explore the effects of the critical components including the thermal chiller, cold storage, solar PV units, solar heating units and wind turbines, three design scenarios are considered. These scenarios are shown in Table 1 . Scenario 1 consists of a CHP system, a boiler, an electric chiller and a heat storage unit. In scenario 2, a thermal chiller and a cold storage unit are added to the first scenario. In scenario 3, PV models, solar thermal units, a battery bank and wind turbines are added to the second scenario. The presence of the components in each scenario does not guarantee their existence in the optimal solution. It only shows the available options in the optimization search space.
The annual aggregated electricity and cooling demand for both load types are 4 GWh el and 1.3 GWh c . The annual aggregated heating demands for L01 and L02 are 13.1 GWh th and 8.9 GWh th, respectively. The ratios of heating to power demand for L01 and L02 are 3.3 and 2.2, respectively. The ratios of heating to cooling demand for L01 and L02 are 10 and 6.8, respectively. including the thermal chiller, cold storage, solar PV units, solar heating units and wind turbines, three design scenarios are considered. These scenarios are shown in Table 1 . Scenario 1 consists of a CHP system, a boiler, an electric chiller and a heat storage unit. In scenario 2, a thermal chiller and a cold storage unit are added to the first scenario. In scenario 3, PV models, solar thermal units, a battery bank and wind turbines are added to the second scenario. The presence of the components in each scenario does not guarantee their existence in the optimal solution. It only shows the available options in the optimization search space. The annual aggregated electricity and cooling demand for both load types are 4 GWhel and 1.3 GWhc. The annual aggregated heating demands for L01 and L02 are 13.1 GWhth and 8.9 GWhth, respectively. The ratios of heating to power demand for L01 and L02 are 3.3 and 2.2, respectively. The ratios of heating to cooling demand for L01 and L02 are 10 and 6.8, respectively.
Input Data
The efficiency of the power plant and utility grid in the reference system are assumed to be 40% 
The efficiency of the power plant and utility grid in the reference system are assumed to be 40% and 92%, respectively. The lifespan of the project is projected to be 20 years with an inflation rate of 2% and interest rate of 6%. The technical specification of the components and their cost, the electricity and gas price and the emission factors are presented in Tables 2-5. Table 5 . Emission factor [56, 57] .
Item Standard Emission Factor (kg CO 2 /kWh)
Natural gas [56] 0.202 CHP (natural gas driven) [56] 0.202 Grid (Italy) [56] 0.485
The costs of most of the components are assumed constant as shown in Table 3 . However, the costs of the CHP units and chillers are size dependent, as shown in Figures 6 and 7.
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Initial cost of generic micro gas turbines [11] .
Costs of most of the components are relatively stable in the market. However, the capital cost of solar heating units is reported to be from USD 175 /m 2 to USD 1680 /m 2 [38] , which varies considerably worldwide. In this study, flat plate collectors (FPC) are selected and a unit cost of USD Costs of most of the components are relatively stable in the market. However, the capital cost of solar heating units is reported to be from USD 175 /m 2 to USD 1680 /m 2 [38] , which varies considerably worldwide. In this study, flat plate collectors (FPC) are selected and a unit cost of USD 250 /m 2 is assumed, which is relatively optimistic. In general, due to the lack of a scientifically collected database, for most of the components, the assumed costs are gained according to searches in the current market and available literature. Hence, this is considered as one limitation of this study.
The search space of each variable is shown in Table 6 . As shown in the table, the size of the thermal storages as well as the solar power and heating units are limited. This is due to the limited available space and land area. It is assumed that the available areas for solar power and heating units are 2000 m 2 and 4000 m 2 , respectively. This corresponds to a peak electric and heat power of 920 kW and 1400 kW, respectively. 
Results and Discussions
The simulation was performed for one-year with a time resolution of one hour. The FEL operating strategy was chosen for higher self-sufficiency, as mentioned in Section 4. The polygeneration system was optimized for the three design scenarios and two load types L01 and L02, as described previously. A comparative analysis has been performed taking into account the following:
• size of the components; • system performance; • system economy.
Furthermore, to have a better picture of the energy flow, the operational behavior of the system is investigated in detail during one representative day.
Component Size
The optimal solutions for each scenario and each load type are shown in Table 7 . There is no wind turbine in the optimal solution due to its high cost and low amount of wind energy in the region. The battery is only selected in scenario 3 with L01. The size of the battery is small and can be ignored. This is due to the high cost of the battery and limited available excess power from the CHP and PV modules. According to the FEL operating strategy, the CHP follows the electricity demand and, therefore, there is no or little excess power to be stored in the battery. Moreover, the size of the PV installation is relatively small compared to the demand and most of the generated power goes directly to meet the demand. Hence, there will be little excess power to be stored in the battery. 
In scenario 1, the sizes of the components for both load types are similar with a slightly smaller heat storage unit and auxiliary boiler in L02 due to the lower heating demand in this load type. In scenario 2, due to a lower heating demand in L02, the thermal chiller can exploit more heat for cooling purposes. This results in a smaller electric chiller in L02. The demand cooling ratio in all the cases is 1, except in L02 in scenario 2 and 3, in which it is 0.29 and 0.49, respectively. Having a thermal chiller increases the performance of the system in terms of energy and environment and, therefore, it is included in both scenarios. A smaller electric chiller decreases the total power demand and, consequently, a smaller CHP is required in scenario 2 in L02. In scenario 3, since part of the power demand is provided by the PV panels, the sizes of the CHP unit in both load types are smaller compared to the previous scenarios.
In scenarios 2 and 3, the solar PV panels, solar heating units and thermal storage units appeared in the optimal solution. This means that these components improve the performance of the system; however, due to the limited space for the storage units and limited rooftop or floor area for the PV panels and solar heating units, the sizes are limited to the maximum values of the search space, as shown in Table 6 . The only exception is scenario 1 with load type L02 in which the size of the heat storage is lower than the search space. This is mainly due to a lower heating demand in L02 and lack of a thermal chiller, which can exploit the stored heat. As mentioned in the previous section, the cost of solar heating units varies by a factor of 10 around the world. To consider the economy of scale and being optimistic about the future of solar heating market, the cost of solar heating units is assumed to be close to the lowest price in the current market. This is why solar heating units appear in the optimal solutions. The other reasons are the high price of natural gas and electricity in the Italian market. Solar heating units can decrease the fuel consumption, which has a positive impact on the performance of the system.
Performance Analysis
In this section, the performance of the polygeneration system relative to the reference system is presented. The fuel-saving ratio, CO 2 emission reduction and annualized total cost are the three metrics used in this study. The objective of the optimization is to identify the optimal solutions with the highest integrated saving ratio, as described in Section 2. The scenarios and load types are compared with each other in order to identify the effect of heating load types as well as the impact of various components in the three scenarios. Moreover, the amount of excess heat and exported and imported power to/from the grid are also compared. Investigating these values is important to make a better choice while choosing between various scenarios. For example, in a system with high excess heat, utilization of the excess heat for deferrable loads can increase the performance of the system. The amount of excess heat in the system with L02 is higher than that in L01 in all the scenarios due to the lower heating demand in L02 (Figure 8 ). For each load type, the amount of excess heat is the highest in scenario 1 and the lowest in scenario 3.
In scenarios 1 and 2, there is no exported power since the CHP follows the electric load and, therefore, there will be no or little excess power. In scenario 3, however, due to the presence of solar power, there is excess power, which is exported to the grid. The amount of exported power in load type L02 is higher due to the smaller size of the electric chiller, and consequently its lower power demand. The amount of imported power in scenario 1 and scenario 2 are approximately the same. The amount of imported power from the grid in scenario 3 is significantly lower due to the existence of PV units. If exporting the power to the grid is not possible or not desirable, the electricity can be utilized in deferrable load such as a water purification system or batteries in the system. However, the added costs might decrease the economic performance of the system and, therefore, requires more economic investigation in advance.
(a) (b) Figure 8 . Excess heat (a) and imported/exported power to/from the grid (b) for the two load profiles (L01 and L02) and the three scenarios.
The performance of the optimal solutions for the scenarios and both load types is shown in Figure 9 . The results show that all the polygeneration systems, regardless the scenario and load type, In scenarios 1 and 2, there is no exported power since the CHP follows the electric load and, therefore, there will be no or little excess power. In scenario 3, however, due to the presence of solar power, there is excess power, which is exported to the grid. The amount of exported power in load type L02 is higher due to the smaller size of the electric chiller, and consequently its lower power demand. The amount of imported power in scenario 1 and scenario 2 are approximately the same. The amount of imported power from the grid in scenario 3 is significantly lower due to the existence of PV units. If exporting the power to the grid is not possible or not desirable, the electricity can be utilized in deferrable load such as a water purification system or batteries in the system. However, the added costs might decrease the economic performance of the system and, therefore, requires more economic investigation in advance.
The performance of the optimal solutions for the scenarios and both load types is shown in Figure 9 . The results show that all the polygeneration systems, regardless the scenario and load type, demonstrate economic, environmental and energetic benefits compared to the reference system. For both load types, the performance of the system regarding economy, energy and environment is the highest in scenario 3 and the lowest in scenario 1. In scenarios 1 and 2, the performance of the system for L01 is higher than that for L02, while in scenario 3 the performance for both load types is approximately the same.
As a general observation, in this case study, the performance of the polygeneration systems in the hospital with lower heating demand (L02) is lower than L01 in scenarios 1 and 2. The difference between the performance of the systems with L01 and L02 is greatest in scenario 1 and lowest in scenario 3. The effective exploitation of the excess heat and power for cooling purposes through the thermal and electric chiller as well as the cold storage in scenario 2 has improved the performance of the system. The presence of PV modules and solar heating units (scenario 3) decreases the fuel consumption and, consequently, increases the energetic and environmental performance of the system, which reduces the effect of the heat load profile on the performance criteria.
The existence of the PV units increases the excess power during hours with high solar radiation. However, adding cold storage to the system provides the possibility for producing extra cooling in case of excess power. This can balance the operation of the system by using the excess power in the system rather than exporting it to the grid. Furthermore, the solar heating units provide heating for the thermal chiller, which has significant impacts on CO 2 emission reduction. It also boosts the economy of the system by avoiding electricity and fuel purchase costs. Therefore, the performance of the system in scenario 3 is significantly higher than the other two scenarios. Moreover, CO 2 emission reduction in scenario 2 and 3 demonstrates the positive impact of the thermal chiller, thermal storage, as well as solar heat and power units. Emission mitigation is considered one of the most important features of a polygeneration system. demonstrate economic, environmental and energetic benefits compared to the reference system. For both load types, the performance of the system regarding economy, energy and environment is the highest in scenario 3 and the lowest in scenario 1. In scenarios 1 and 2, the performance of the system for L01 is higher than that for L02, while in scenario 3 the performance for both load types is approximately the same.
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Figure 9. Fuel saving ratio (FSR), CO2 emission reduction ratio (CO2ERR), annualized total cost saving ratio (ATCSR) and integrated savings ratio (ISR) for the design scenarios (Scen. 1 to 3) and the two load types; L01 (a) and L02 (b).
The existence of the PV units increases the excess power during hours with high solar radiation. However, adding cold storage to the system provides the possibility for producing extra cooling in case of excess power. This can balance the operation of the system by using the excess power in the system rather than exporting it to the grid. Furthermore, the solar heating units provide heating for the thermal chiller, which has significant impacts on CO2 emission reduction. It also boosts the economy of the system by avoiding electricity and fuel purchase costs. Therefore, the performance of the system in scenario 3 is significantly higher than the other two scenarios. Moreover, CO2 emission reduction in scenario 2 and 3 demonstrates the positive impact of the thermal chiller, thermal storage, as well as solar heat and power units. Emission mitigation is considered one of the most important features of a polygeneration system.
Hourly Operational Behavior
The operation of the system under scenario 3 is relatively complex due to the interaction of several components. This results in a complex energy flow in the system. To have a better picture of the system's behavior, the energy flows and operation of the storage devices and CHP system are described for a representative day. The optimal solution of the load type L02 in scenario 3, which has the best performance amongst other cases, is chosen for further investigation. Operation of the system for a representative day (15 June) with an hourly resolution is examined. This day is chosen due to the co-existence of power, heating and cooling demand, which give a more comprehensive picture of the system's behavior. The cooling, power and heating flows are presented in Figures 10-12 , respectively. 
The operation of the system under scenario 3 is relatively complex due to the interaction of several components. This results in a complex energy flow in the system. To have a better picture of the system's behavior, the energy flows and operation of the storage devices and CHP system are described for a representative day. The optimal solution of the load type L02 in scenario 3, which has the best performance amongst other cases, is chosen for further investigation. Operation of the system for a representative day (15 June) with an hourly resolution is examined. This day is chosen due to the co-existence of power, heating and cooling demand, which give a more comprehensive picture of the system's behavior. The cooling, power and heating flows are presented in Figures 10-12 , respectively.
As shown in Figure 10 , cold storage is given higher priority for cooling supply. The remaining cooling demand will be provided by the thermal chiller and/or electric chiller. The excess heat and power in the system will be used for extra cooling production. The cold storage plays a significant role in supplying the cooling demand. Between 6:00 and 10:00, a large portion of the cooling demand is provided by discharging the cold storage unit. The remainder is provided by the thermal chiller and electric chiller. Since heating and power demand are reduced in the evening, the excess heat and power are used to produce extra cooling, which is stored in the cold storage unit.
The power flow of the representative day is shown in Figure 11 . Based on the FEL operating strategy, the PV units are given higher priority for power supply. The remaining power will be provided by the CHP unit. If there is a power deficit, power will be imported from the grid. During a few hours, for example at 14:00, the CHP is not in operation since the amount of power generated by the PV modules is enough. Since the power production by the CHP follows total electricity demand, there is no or little excess power from the CHP system, which can be exported to the grid. Most of the excess power is produced by the PV units, which is used for extra cooling production. The remaining excess power is exported to the grid. cooling demand will be provided by the thermal chiller and/or electric chiller. The excess heat and power in the system will be used for extra cooling production. The cold storage plays a significant role in supplying the cooling demand. Between 6:00 and 10:00, a large portion of the cooling demand is provided by discharging the cold storage unit. The remainder is provided by the thermal chiller and electric chiller. Since heating and power demand are reduced in the evening, the excess heat and power are used to produce extra cooling, which is stored in the cold storage unit. The power flow of the representative day is shown in Figure 11 . Based on the FEL operating strategy, the PV units are given higher priority for power supply. The remaining power will be provided by the CHP unit. If there is a power deficit, power will be imported from the grid. During a few hours, for example at 14:00, the CHP is not in operation since the amount of power generated by the PV modules is enough. Since the power production by the CHP follows total electricity demand, there is no or little excess power from the CHP system, which can be exported to the grid. Most of As shown in Figure 10 , cold storage is given higher priority for cooling supply. The remaining cooling demand will be provided by the thermal chiller and/or electric chiller. The excess heat and power in the system will be used for extra cooling production. The cold storage plays a significant role in supplying the cooling demand. Between 6:00 and 10:00, a large portion of the cooling demand is provided by discharging the cold storage unit. The remainder is provided by the thermal chiller and electric chiller. Since heating and power demand are reduced in the evening, the excess heat and power are used to produce extra cooling, which is stored in the cold storage unit. The power flow of the representative day is shown in Figure 11 . Based on the FEL operating strategy, the PV units are given higher priority for power supply. The remaining power will be provided by the CHP unit. If there is a power deficit, power will be imported from the grid. During a few hours, for example at 14:00, the CHP is not in operation since the amount of power generated by the PV modules is enough. Since the power production by the CHP follows total electricity demand, there is no or little excess power from the CHP system, which can be exported to the grid. Most of Heating flow is shown in Figure 12 . Based on the FEL operating strategy, the solar heating units are given a higher priority for heat supply. The remaining heating demand will be supplied by the CHP unit (H_chp) and the thermal storage (H_hs_out). If there is excess heat in the system, it will be initially used for cooling purposes and the remainder will be stored in the thermal storage.
As shown in Figure 12 , in the initial hours of the day (i.e., 1:00 to 5:00) the excess heat from the CHP is partially used to produce extra cooling and/or stored in the thermal storage. If the cold storage is completely filled ( Figure 13 ) the remainder is considered as excess heat. In this situation, heat from the flue gas of the CHP is divereted through a bypass unit rather than going through the exhaust gas heat exchanger. This heat could be utilized for other heating purposes (such as water purification or heating up a swimming pool) if applicable. the excess power is produced by the PV units, which is used for extra cooling production. The remaining excess power is exported to the grid.
Heating flow is shown in Figure 12 . As shown in Figure 12 , in the initial hours of the day (i.e., 1:00 to 5:00) the excess heat from the CHP is partially used to produce extra cooling and/or stored in the thermal storage. If the cold storage is completely filled ( Figure 13 ) the remainder is considered as excess heat. In this situation, heat from the flue gas of the CHP is divereted through a bypass unit rather than going through the exhaust gas heat exchanger. This heat could be utilized for other heating purposes (such as water purification or heating up a swimming pool) if applicable. The operation of the CHP units as a prime mover has a significant effect on the performance of the system. In order to avoid operating the CHP at low load, a modular CHP system with a number of smaller CHP units was selected rather than a large CHP, which is operating at a low part-load. Therefore, the operation of the CHP units required frequent switching on-off with a minimum As shown in Figure 12 , in the initial hours of the day (i.e., 1:00 to 5:00) the excess heat from the CHP is partially used to produce extra cooling and/or stored in the thermal storage. If the cold storage is completely filled ( Figure 13 ) the remainder is considered as excess heat. In this situation, heat from the flue gas of the CHP is divereted through a bypass unit rather than going through the exhaust gas heat exchanger. This heat could be utilized for other heating purposes (such as water purification or heating up a swimming pool) if applicable. The operation of the CHP units as a prime mover has a significant effect on the performance of the system. In order to avoid operating the CHP at low load, a modular CHP system with a number of smaller CHP units was selected rather than a large CHP, which is operating at a low part-load. Therefore, the operation of the CHP units required frequent switching on-off with a minimum The operation of the CHP units as a prime mover has a significant effect on the performance of the system. In order to avoid operating the CHP at low load, a modular CHP system with a number of smaller CHP units was selected rather than a large CHP, which is operating at a low part-load. Therefore, the operation of the CHP units required frequent switching on-off with a minimum operation time. Since the time step of this simulation is one hour, the minimum operating time is equal to the time step. In this case, a 600 kW CHP system consisting of three 200 kW el CHP is selected. The number of CHP units in operation during the representative day is shown in Figure 14 . As shown, in the majority of the hours of the day only two turbines are in operation. The third turbine is only operated for a few hours. When the production of the PV units is enough, the CHP system is not in operation.
The hourly operational behavior of the system indicates the complexity of interaction between various units in the polygeneration system and, consequently, the importance of the operating strategy. Moreover, it shows the role of the cold storage and thermal chiller in increasing the performance of the system by effective exploitation of the excess heat and power for cooling purposes. This consequently reduces waste heat and power consumption. The hourly operational behavior of the system indicates the complexity of interaction between various units in the polygeneration system and, consequently, the importance of the operating strategy. Moreover, it shows the role of the cold storage and thermal chiller in increasing the performance of the system by effective exploitation of the excess heat and power for cooling purposes. This consequently reduces waste heat and power consumption.
Economic Analysis
Economic feasibility is the main motivation for implementation of an energy system. Therefore, in-depth attention should be given to various economic metrics and criteria. The capital cost is one of these decision-making parameters. Many projects, despite their long-term economic benefits, are not attractive due to their higher capital cost. A lower capital cost does not necessarily imply a better overall economy, thus suggesting that other metrics such as NPV, IRR and PBP should be used for economic evaluation. In general, none of the economic metrics are flawless and using two or more metrics in the economic evaluation of a project gives a better understanding of the economic gain and losses [58] . In this case study, to perform a proper economic analysis, the above-mentioned metrics are investigated.
The capital cost of each scenario is shown in Figure 15 . For both load types, scenario 3 has the highest capital cost. Therefore, this scenario is less attractive in the case of a limited budget. The differences between the capital costs of other scenarios are negligible and they are considered equally attractive if the initial budget is limited. The economy of the system for different scenarios and load types is presented in Figure 16 . The payback period (PBP) of the scenarios for the system with load type L01 is lower than that in L02. In scenarios 1, 2 and 3 for L01, the PBPs are 4, 4 and 6 years, and in L02 they are 7, 5 and 7 years, respectively. When the two load types are compared, the difference between the payback periods and the internal rate of return is the highest in scenario 1.
Since L01 has a higher heat demand, the amount of fuel consumption is higher compared to L02. Therefore, since the system is compared with a reference system, which uses a boiler for heating purposes, there is a higher saving potential in a system with higher heating demand (L01) in scenarios 1 and 2. However, in scenario 3, since the heat and power demands are partially provided by the solar heating and PV units, the fuel consumption has a lower effect on the economy. In scenario 3, the effect of fuel consumption on the economy is reduced and the system with L01 has 
The capital cost of each scenario is shown in Figure 15 . For both load types, scenario 3 has the highest capital cost. Therefore, this scenario is less attractive in the case of a limited budget. The differences between the capital costs of other scenarios are negligible and they are considered equally attractive if the initial budget is limited. The economy of the system for different scenarios and load types is presented in Figure 16 . The payback period (PBP) of the scenarios for the system with load type L01 is lower than that in L02. In scenarios 1, 2 and 3 for L01, the PBPs are 4, 4 and 6 years, and in L02 they are 7, 5 and 7 years, respectively. When the two load types are compared, the difference between the payback periods and the internal rate of return is the highest in scenario 1. slightly better economic performance compared to L02. It can be concluded that the presence of the thermal chiller and cold storage (scenario 2), solar heating and power units (scenario 3) has positive impacts on the economy of the system. Furthermore, even though these components add more complexity to the system, their presence can minimize the effect of heat load type on the economy of the system through the avoided cost of fuel and electricity purchases as well as the benefits achieved by selling the excess power to the grid. A shorter payback period does not necessarily demonstrate a better economy, and cash flow after the break-even point is very important in a feasibility study. Therefore, the value of NPV should also be considered in the economic analysis. Referring to Figure 15 , in both load types the differences between the capital costs in scenario 1 and 2 are relatively low. Both scenarios with L01 have higher NPV compare to L02, and hence offer better economic options. Comparing the NPV of a scenario with different load types is reasonable since they have approximately equal initial costs. However, a higher value of NPV does not necessarily imply a better economic choice while comparing projects with different initial costs. In such a situation, the values of IRR should also be analyzed. The IRR is a good metric to rank investments on projects with different initial costs [58] . As shown in Figure 15 , the NPV in scenario 3 is the highest. However, a higher payback period, slightly lower IRR and higher capital costs are the conflicting parameters, which one should consider in mutually exclusive investment decisions.
Since the output of polygeneration systems is heating, power and cooling, the value of the levelized cost of electricity (LCOE) is not an exhaustive metric in a polygeneration system. However, due to its frequent usage in the evaluation of power systems, it is presented here for comparative analysis. To estimate the value of LCOE, it is assumed that the electricity is the main commodity and the heat produced by the CHP and the cooling produced by the thermal chiller are considered as Since L01 has a higher heat demand, the amount of fuel consumption is higher compared to L02. Therefore, since the system is compared with a reference system, which uses a boiler for heating purposes, there is a higher saving potential in a system with higher heating demand (L01) in scenarios 1 and 2. However, in scenario 3, since the heat and power demands are partially provided by the solar heating and PV units, the fuel consumption has a lower effect on the economy. In scenario 3, the effect of fuel consumption on the economy is reduced and the system with L01 has slightly better economic performance compared to L02. It can be concluded that the presence of the thermal chiller and cold storage (scenario 2), solar heating and power units (scenario 3) has positive impacts on the economy of the system. Furthermore, even though these components add more complexity to the system, their presence can minimize the effect of heat load type on the economy of the system through the avoided cost of fuel and electricity purchases as well as the benefits achieved by selling the excess power to the grid.
A shorter payback period does not necessarily demonstrate a better economy, and cash flow after the break-even point is very important in a feasibility study. Therefore, the value of NPV should also be considered in the economic analysis. Referring to Figure 15 , in both load types the differences between the capital costs in scenario 1 and 2 are relatively low. Both scenarios with L01 have higher NPV compare to L02, and hence offer better economic options. Comparing the NPV of a scenario with different load types is reasonable since they have approximately equal initial costs. However, a higher value of NPV does not necessarily imply a better economic choice while comparing projects with different initial costs. In such a situation, the values of IRR should also be analyzed. The IRR is a good metric to rank investments on projects with different initial costs [58] . As shown in Figure 15 , the NPV in scenario 3 is the highest. However, a higher payback period, slightly lower IRR and higher capital costs are the conflicting parameters, which one should consider in mutually exclusive investment decisions.
Since the output of polygeneration systems is heating, power and cooling, the value of the levelized cost of electricity (LCOE) is not an exhaustive metric in a polygeneration system. However, due to its frequent usage in the evaluation of power systems, it is presented here for comparative analysis. To estimate the value of LCOE, it is assumed that the electricity is the main commodity and the heat produced by the CHP and the cooling produced by the thermal chiller are considered as by-products. The effect of these by-products is reflected as an income as if the products could be sold in the market. The cost of heating is estimated based on an equal heat production cost by a boiler. The cost of cooling is calculated as if it is generated by an electric chiller powered by the grid. The calculated values are 0.07 USD/kW c for cooling and 0.08 USD/kW th for heating production.
The LCOEs for the scenarios and load types are shown in Figure 17 . As shown, the LCOEs are between 0.09 USD/kW el and 0.13 USD/kW el , which are competitive to the electricity price in the market (0.12-0.24 USD/kW el ). The differences between the LCOEs for different scenarios in L01 are Energies 2018, 11, 1071 20 of 24 not significant. In L02, however, the LCOE for scenario 1 is 0.13 USD/kW el , which is higher than that in the other two scenarios. This means that the higher heating demand in L01 results in a lower cost of electricity production in scenario 1. For L02, the LCOE is scenario 2 and 3 is decreased. This means that the presence of thermal storage units, a thermal chiller, solar PV and solar heating units can decrease the cost of electricity production.
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The LCOEs for the scenarios and load types are shown in Figure 17 . As shown, the LCOEs are between 0.09 USD/kWel and 0.13 USD/kWel, which are competitive to the electricity price in the market (0.12-0.24 USD/kWel). The differences between the LCOEs for different scenarios in L01 are not significant. In L02, however, the LCOE for scenario 1 is 0.13 USD/kWel, which is higher than that in the other two scenarios. This means that the higher heating demand in L01 results in a lower cost of electricity production in scenario 1. For L02, the LCOE is scenario 2 and 3 is decreased. This means that the presence of thermal storage units, a thermal chiller, solar PV and solar heating units can decrease the cost of electricity production. The results are highly sensitive to the basic assumptions for the characteristics of the reference system and the energy market in the region. The main reason for the economic viability of this case study is the high price of electricity in the Italian market and the specification of the identified reference system. The performance of the system will be different if located in a region with different assumptions. Electricity and gas prices have a significant impact on the economic viability of the system. The highest ISR belongs to scenario 3 and L02, as shown in Figure 9 . Therefore, the operation of this scenario has been studied further in order to investigate the effect of electricity and gas price on the optimal solutions. In order to understand this effect, the electricity and gas prices are increased or decreased by a multiplier. As presented in Figure 18 , by increasing the gas price and/or decreasing the electricity price, the payback period is increased while ATCSR is decreased.
(a) (b) Figure 18 . The effect of electricity and gas price on the payback period (PBP) (a) and annualized total cost saving ration (ATSCR) (b).
However, the effects of gas price and electricity price are different. For example, a price multiplier of 2 in the electricity price can increase the ATCSR from 19% to 45%, while using the same The results are highly sensitive to the basic assumptions for the characteristics of the reference system and the energy market in the region. The main reason for the economic viability of this case study is the high price of electricity in the Italian market and the specification of the identified reference system. The performance of the system will be different if located in a region with different assumptions. Electricity and gas prices have a significant impact on the economic viability of the system. The highest ISR belongs to scenario 3 and L02, as shown in Figure 9 . Therefore, the operation of this scenario has been studied further in order to investigate the effect of electricity and gas price on the optimal solutions. In order to understand this effect, the electricity and gas prices are increased or decreased by a multiplier. As presented in Figure 18 , by increasing the gas price and/or decreasing the electricity price, the payback period is increased while ATCSR is decreased.
However, the effects of gas price and electricity price are different. For example, a price multiplier of 2 in the electricity price can increase the ATCSR from 19% to 45%, while using the same However, the effects of gas price and electricity price are different. For example, a price multiplier of 2 in the electricity price can increase the ATCSR from 19% to 45%, while using the same multiplier in the gas price decreases the ATCSR from 19% to 1%. The result of the case study shows that a higher electricity price and a lower natural gas price will improve the economy of the system. Therefore, implementation of a polygeneration system in an energy market with a high electricity price and a low gas price is more attractive in terms of economy. However, the result cannot be generalized due to various parameters involved in the performance analysis. Thus, each case should be studied individually for a detailed evaluation.
Conclusions
In this study, the performance of a polygeneration system for three design scenarios and two load types was investigated. The first scenario included the basic components of a polygeneration system. In the second scenario, the thermal chiller and cold storage units were added to the first scenario. In the third scenario, solar heating and PV modules were added to the second scenario. Load type L01 has a higher heating demand with no seasonal changes, and load type L02 varies monthly and has lower heating demand.
The results show that application of such systems in a hospital can be very attractive from the economic, energetic and environmental perspective. The performance of the polygeneration system (ISR) is the highest in scenario 3 and the lowest in scenario 1 in both load types. Considering both load types, the differences between the ISR in scenario 3 are negligible. Adding a thermal chiller, a cold storage unit, PV modules and solar heating units increased the capital cost of the system. However, the added economic values during the lifetime of the project, such as the avoided electricity and fuel purchase, made the system economically competitive. For the system with the highest ISR (scenario 3), a fuel saving of 32% was obtained while an annualized total cost saving of 19% was achieved during the lifetime of the project. In addition, adding these components in scenarios 2 and 3 increased the payback period maximum two years, which is relatively low.
In scenarios without solar heating and solar power units (scenarios 1 and 2), the system with higher heating demand achieved higher performance. However, the presence of these components in scenario 3 decreased the fuel consumption, balanced the demand and supply, and smoothed the effect of heating load on the performance of the system. These facts together with 29% of CO 2 emission reduction make the polygeneration system an attractive choice. Generally, it can be concluded that polygeneration systems in a market with a higher electricity price and a lower natural gas price offer better economic options. However, due to the various parameters involved in the performance evaluation, every polygeneration system should be investigated individually. In future, the effect of climate zones, which can influence the load demand profiles and availability of the energy sources, on the performance of polygeneration systems will be studied.
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